




 

  Site Location and Public Hearing Notice Mailing Map 

   4141 Douglas Dr N. 

4141 Douglas Dr. N. 
Crystal MN  55422 

 



CITY OF CRYSTAL 
 

REZONING TO PLANNED DEVELOPMENT 

POLICE BUILDING ADDITION  

4141 DOUGLAS DRIVE NORTH 

 

PUBLIC HEARING NOTICE 

7:00 P.M. ON MONDAY, OCTOBER 12, 2020 

CRYSTAL CITY HALL (4141 DOUGLAS DR N) AND ZOOM VIDEO CONFERENCE 

 

The Crystal Planning Commission will consider rezoning 4141 Douglas Drive North to 

Planned Development. The rezoning would allow the city to construct a 23,800 square foot 

police building addition in the area northwest of the existing City Hall. 

 

Key elements of the proposal: 
 

• Removal of 4,800 sq. ft. of the existing police wing on the north side of City Hall. The lower 
(secured) parking lot would be expanded into this area. The remaining 14,700 sq. ft. of the 
existing City Hall would remain and continue to be used as such.  

• Construction of a new 23,800 sq. ft. police building addition in the area northwest of the 
existing City Hall. The Police Department offices and related facilities would be on the main 
level with a public lobby facing south towards the City Hall parking lot. The lower level would 
include the Police Department garage to be accessed from the lower (secured) parking lot. 

• The library access road to 42nd Avenue will be reconstructed with a wider curb cut and right-
turn lane, an existing city hall curb cut on 42nd will be removed, and the internal access drive 
will be relocated with a pedestrian connection between the library and city hall. 

 

The Planning Commission will hold a public hearing on the rezoning application at 7:00 p.m. 

on October 12, 2020 in the Council Chambers at Crystal City Hall, 4141 Douglas Drive North.   
 

To view the application including a detailed site plan: 
➢ Visit City Hall during normal business hours, or 
➢ Visit the 2020 Land Use Applications page on the city website, www.crystalmn.gov (the staff 

report to the Planning Commission will be available by October 9th on the same page of the 
website).   

 

To speak directly to the Planning Commission on the proposal, you may: 
➢ Attend the meeting via Zoom: https://bit.ly/2FRQ5ey (meeting ID is 882 8422 5881 and 

password is 414141) or call-in toll free at 888-475-4499, or   
➢ Attend the public hearing in-person on Monday, October 12, 2020 at 7 p.m. at City Hall.   
 

LEGAL NOTICE: Notice is hereby given that the Planning Commission of the City of Crystal will 
meet on October 12, 2020 at 7:00 p.m. at Crystal City Hall, 4141 Douglas Drive North, in said City, 
to consider rezoning 4141 Douglas Drive North to Planned Development for construction of a 
23,800 se. ft. police building addition.  After holding the public hearing, the Commission is expected 
to make a recommendation to the City Council for their meeting on Tuesday, October 20, 2020 at 
Crystal City Hall, 4141 Douglas Drive North.  Persons desiring to be heard are invited and 
encouraged to attend the public hearing.  Persons unable to attend may submit written comments 
prior to the date of the hearing to: Dan Olson, City of Crystal, 4141 Douglas Dr N, Crystal MN 
55422.  Auxiliary aids for handicap persons are available upon request at least 96 hours in advance.  
Please call the City Clerk at 763-531-1145 to make arrangements.  Deaf and Hard of Hearing 
callers should contact the Minnesota Relay Service at 800-627-3529 V/TTY or call 711 to be 
connected to a TTY. 

http://www.crystalmn.gov/
https://bit.ly/2FRQ5ey
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CRYSTAL POLICE BUILDING PROJECT 

 
1 
The City of Crystal is planning a new Crystal Police 
Department building on the existing city hall municipal 
campus at 4141 Douglas Dr. N. The site was chosen for 
its cost savings and a desire to keep administrative and 
police functions centrally located in the community.  
 
The project includes a 23,800 sq. ft. police building 
northwest of the existing city hall, east of the Rockford 
Road library access road to 42nd Ave. 
 
EXISTING BUILDING 
The current city hall, which includes the police 
department and city administration, was built in 1965, and 
underwent a remodel in 1993. The police department 
portion has significant structural issues, including fleet, 
equipment and space inefficiencies. Technology 
upgrades have been postponed, equipment storage and locker room space are inadequate; and gun storage and 
the armory falls short of modern security standards. Also, the garage has structural issues and police vehicles are 
stored outside. A recent state audit recommends upgrades to the jail, while interview rooms lack soundproofing 
and the detention area needs security improvements.  
 
NEW BUILDING FEATURES 
The new police building will feature efficient, safe work spaces, including a secure, centralized evidence storage 
area; secure indoor fleet storage; a dedicated space for K9 officer(s); and an up-to-date detention space and 
expanded locker room space and capacity. Much of the current police department will be demolished, but some 
will remain to be repurposed as an additional community meeting room for city hall. 
 
Numerous energy efficiencies are included in the building's design. 
 
As part of the project in cooperation with Hennepin County, the library access road to 42nd Ave. will be 
reconstructed with a wider curb cut and right-turn lane, an existing city hall curb cut on 42nd will be removed, and 
the internal access drive will be relocated with a pedestrian connection between the library and city hall. 
 
PROJECT COST 
The project will cost $16 million, including construction, fixtures and design fees. It will be paid for using cash from 
the city's building fund and various other capital funds. 
 
PROJECT TIMELINE 
The design phase is expected to be complete in 2020, with project review by the planning commission and 
approval by the city council in the 4th quarter of 2020. Construction would start in the spring of 2021. Occupancy 
of new building is expected in early summer 2022. 
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MA3

GA2MA5MA3

MA3

GF1

72'-5 3/4"

1'-0 3/4"
4'-2" 6'-2" 1'-9"

1'-2 1/2"

13'-4 1/2" 3'-8" 8'-0" 12'-0" 20'-0" 1'-1"

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.

FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

SEE DETAIL 43012-43016 FOR FLOOR STRIPING INFORMATION.18.

SEE PLANS FOR GYM EQUIPMENT LOCATIONS (I.E. PULL-UP BARS, WALL PADS, ETC.).19.

SEE DETAIL 4300X FOR VCT FLOOR PATTERN INFORMATION.20.

SLOPE CONC. FLOOR TOWARDS EXTERIOR DOOR. SEE PLANS FOR FLOORSLOPING 
INFORMATION.

21.

SEE STAIR SECTIONS FOR GLAZED BLOCK FINISH LOCATIONS.22.
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City of Crystal
Minnesota

City of Crystal New
Police Facility

A2.00a

LOWER LEVEL
FLOOR PLAN -
AREA A

4141 Douglas Dr. North
Crystal, MN 55427

4141 Douglas Dr. North
Crystal, MN 55427

NOT FOR CONSTRUCTION

SITE PLAN SUBMITTAL

MS/JD

EP, DV, AP

08/14/2020

192195

Reg State

Issue Date
Arch Name

Arch Num

ARCHITECT

0
1/8" = 1'-0"

LOWER LEVEL PLAN - AREA A
F1

6' 12'

KEY PLAN

A

B

C

 DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

A001A AL 1 3'-0" 7'-0" AL -- 3'-0" CW X -- AL --

A003 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A004 F 2 3'-0" 7'-0" WD -- 6'-4" FR 1 -- HM --

A005 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A006 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A007 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A008A F 1 2'-8" 7'-0" WD -- 3'-0" FR 1 -- HM --

A008B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A009 F 1 3'-0" 7'-0" WD -- 5'-4" FR 3A -- HM --

A010 F 1 2'-8" 7'-0" WD -- 3'-0" FR 1 -- HM --

A012 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A013 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

A008 Room

A001 VESTIBULE CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

A002 CORRIDOR CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

A003 STOR. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

A003 STORAGE

A004 DT STORAGE CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

A005 QUIET CARPET CONCRETE BLOCK PAINT BLOCK PAINT GYP PAINT BLOCK PAINT

A006 QUIET CARPET CONCRETE GYP PAINT BLOCK PAINT BLOCK PAINT BLOCK PAINT

A007 CORR. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

A008 FITNESS ROOM CARPET CONCRETE BLOCK BLOCK AND
GYP

BLOCK

A008A STORAGE CARPET CONCRETE GYP GYP BLOCK BLOCK

A009 CORRIDOR EXISTING EXISTING EXISTING EXISTING EXISTING EXISTING

A010 CORRIDOR EXISTING EXISTING GYP EXISTING EXISTING EXISTING

A011 MECHANICAL ROOM EXISTING EXISTING EXISTING EXISTING EXISTING EXISTING

A012 SHOWER TILE CONCRETE TILE TILE TILE TILE

A013 SHOWER TILE CONCRETE TILE TILE TILE TILE

Revisions

Description Date Num



X6

X7

X5.9

X5.7

x5.6

XF.1XG

6

7

8

9

10

D E F G H JCBA

ELECTRICAL
ROOM

B005B

MEN'S
LOCKERS

B006

WOMEN'S
LOCKERS

B007

WOMEN'S
TOLETS/SHOWERS

B007A

MEN'S
TOILETS/SHOWER

B006A

MUD ROOM

B001DECONTAM.

B004

ELEV.

B003

DEFENSTIVE
TACTICS /

MULTI-PURPOSE

B008

CORRIDOR

B002

STOR.

A003

B008AB008B

B006

B007

A
R
E
A A

A
R
E
A C

A
R
E
A AA

R
E
A B

A
R
E
A BA

R
E
A C

A4.402

B6

FLOOR FINISH:
TILE

FLOOR FINISH:
TILE

FLOOR FINISH:
KINITEX CARPET

FLOOR FINISH:
KINITEX CARPET

UTILTY SINK

24" x 24" LOCKER WITH 
INTERGAL BENCH AND 
BOOT DRAWER

STAIR TO HAVE TILE FINISHCUBBIES

24" x 24" LOCKER WITH 
INTERGAL BENCH AND 
BOOT DRAWER

WATER PROOFING AND 
DRAINAGE TILE

RUBBER MATS ON FLOOR
AND WALLS UP TO 6'-0"

_______B1
A4.103

ELEC.

B005A

F6
A4.201

_______

C7
A4.201

_______
F5

A4.201
_______

B004

B005A

E7
A5.204

_______

E1
A5.202

_______
E2

A5.202
_______

E4
A5.202

_______

E5
A5.202

_______

E7
A5.202

_______

E1
A5.201

_______

E6
A5.204

_______

E2
A5.204

_______

A4.402

B2

A4.402 B1

A4.402

B7

1
4

'-
9

"
1

4
'-
5

 1
/4

"

29'-4" 22'-4 1/4" 5'-4" 11'-7 1/8" 4'-8" 12'-6 5/8"

4 1/8"

3'-4"

1'-4 3/4"

19'-4" 8'-4" 4"

2
'-
2
 1

/4
"

9
'-
1
0

 1
/2

"
5

'-
2
 1

/2
"

4 1/8"3'-4"1'-4 3/4" 6'-9 1/8" 3'-4" 4" 7'-2"

23'-9" 1'-4 1/8"3'-4" 3'-0 7/8" 5'-10 1/4"

1
'-
9
 3

/4
"

2
'-
2

"

3
'-
2

"

2
'-
6
 3

/8
"

MA3
MA3

MA3

MA3

MA3

MA3

C162

MA3

MA3

MA3

MA3

MA3

GA2

MA3

MA3

3
'-
3
 1

/8
"

3
'-
6
 7

/8
"

3
3

'-
8

 1
/4

"
1

7
'-
3

"

1
7

'-
1

1
 3

/4
"

6
'-
3
 3

/4
"

26'-2 1/2" 3'-4" 8"

8
'-
7
 1

/8
"

6
'-
4

"
8

'-
7
 7

/8
"

MA3

19'-4" 8'-4" 4"

FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.

SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

SEE DETAIL 43012-43016 FOR FLOOR STRIPING INFORMATION.18.

SEE PLANS FOR GYM EQUIPMENT LOCATIONS (I.E. PULL-UP BARS, WALL PADS, ETC.).19.

SEE DETAIL 4300X FOR VCT FLOOR PATTERN INFORMATION.20.

SLOPE CONC. FLOOR TOWARDS EXTERIOR DOOR. SEE PLANS FOR FLOORSLOPING 
INFORMATION.

21.

SEE STAIR SECTIONS FOR GLAZED BLOCK FINISH LOCATIONS.22.
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F

E

D

C

B

A

1 2 3 4 5 6 7 8

A

MN

NorthCheck:

Drawn:

Date:

Comm:

License 
Number:

I hereby certify that this plan, specification or report was prepared by 
me or under my direct supervision and that I am a duly Licensed

under the laws of the State of

Scale:

Date

9
/1

5
/2

0
2

0
 3

:5
8
: 5

8
 P

M

C
:\

U
s
e

rs
\a

p
a

u
ru

s
\D

o
c
u

m
e

n
ts

\1
9

2
1
9

5
_

C
ry

s
ta

l 
N

e
w

 P
o
lic

e
 F

a
c
ili

ty
 (

C
E

N
T

R
A

L
_

2
0

1
9

)_
a
p

a
u

ru
s
@

w
o
ld

a
e
.c

o
m

.r
v
t

As indicated

C
e
n

tr
a

l:
 \

\W
a
e
-s

rv
-m

n
.w

o
ld

a
e

.c
o

m
\S

tP
a
u

l\
C

I-
C

ry
s
ta

l\
N

e
w

 P
o

lic
e
\1

9
2

1
9
5

_
N

e
w

P
o
lic

e
\0

2
_
A

R
C

H
\R

e
v
it
\1

9
2
1

9
5
_

C
ry

s
ta

l 
N

e
w

 P
o
li
c
e

 F
a
c
ili

ty
 (

C
E

N
T

R
A

L
_
2
0

1
9
).

rv
t

City of Crystal
Minnesota

City of Crystal New
Police Facility

A2.00b

LOWER LEVEL
FLOOR PLAN -
AREA B

4141 Douglas Dr. North
Crystal, MN 55427

4141 Douglas Dr. North
Crystal, MN 55427

NOT FOR CONSTRUCTION

SITE PLAN SUBMITTAL

MS/JD

EP,DV

08/14/2020

192195

Reg State

Issue Date
Arch Name

Arch Num

ARCHITECT

0
1/8" = 1'-0"

LOWER LEVEL PLAN - AREA B
C1

6' 12'

KEY PLAN

A

B

C

 DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

B004 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B005A F 2 4'-0" 7'-0" WD -- 8'-4" FR 1 -- HM --

B006 F 1 3'-0" 7'-0" AL -- 3'-4" FR 1 -- AL --

B007 F 1 3'-0" 7'-0" AL -- 3'-4" FR 1 -- AL --

B008A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B008B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

B001 MUD ROOM CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B002 CORRIDOR CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B003 ELEV. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B004 DECONTAM. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B005A ELEC. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B005B ELECTRICAL ROOM CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B006 MEN'S LOCKERS KINETEX
CARPET

CONCRETE BLOCK BLOCK BLOCK BLOCK

B006A MEN'S TOILETS/SHOWER TILE CONCRETE TILE TILE TILE TILE

B007 WOMEN'S LOCKERS KINETEX
CARPET

CONCRETE BLOCK BLOCK BLOCK BLOCK

B007A WOMEN'S TOLETS/SHOWERS TILE CONCRETE TILE TILE TILE TILE

B008 DEFENSTIVE TACTICS /
MULTI-PURPOSE

RUBBER
MAT

CONCRETE BLOCK BLOCK BLOCK BLOCK

Revisions

Description Date Num



1

2

3

4

5

6

D E F G H JCBA

F1
A4.201

_______

VEHICLE
GARAGAE

C001

GUN MAINT.

C002

ARMORY

C003

SWAT GARAGE

C006

SWAT LOCKERS

C007

SWAT STOR.

C007A

SWAT ARMORY

C007B

STAIR

C009

C
0
0

2
C

0
0

3
C001AC001BC001CC001D

C007A

C007B

C
0
0

5

C
0

0
6
A

C006B

C
0

0
1

G

C
0

0
1

F

C009

A
R
E
A A

A
R
E
A C

A
R
E
A BA

R
E
A C

D1
A5.102

E
1

A
5
.1

0
1

B
1

A
5
.1

0
2

PAINTED CONCRETE 
COLUMNS TYP.

4" PAINTED LINES, TYP.

WHEEL STOP, TYP.

HIGH SPEED 
OVERHEAD DOOR

HIGH SPEED 
OVERHEAD DOOR

UTILITY
SINK

STAINLESS STEEL
COUNTERTOP

OVERHEAD SECTIONAL 
DOOR

METAL LOCKERS

SALT AND WATER RESISTANT CONCRETE SEALER

STAINLESS STEEL
COUNTER TOP

UTILITY SINK

STAINLESS STEEL 
COUNTERTOP

WATER PROOFING
AND DRAINAGE TILE

_______B1
A4.201

STAINLESS STEEL 
COUNTERTOP

WASH BAY

K9 KENNELS

C004

K9 STORAGE

C004A

TECH.

C008

PERFORATED METAL
SCREEN

6 SOLID PHENOLIC CUBBIES
4' x 3'

F3
A4.201

_______

C004

C004A

GUN CLEANING

C005

E4
A5.202

_______

E1
A5.203

_______

E2
A5.203

_______

E4
A5.203

_______

E5
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SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

SEE DETAIL 43012-43016 FOR FLOOR STRIPING INFORMATION.18.

SEE PLANS FOR GYM EQUIPMENT LOCATIONS (I.E. PULL-UP BARS, WALL PADS, ETC.).19.

SEE DETAIL 4300X FOR VCT FLOOR PATTERN INFORMATION.20.

SLOPE CONC. FLOOR TOWARDS EXTERIOR DOOR. SEE PLANS FOR FLOORSLOPING 
INFORMATION.

21.

SEE STAIR SECTIONS FOR GLAZED BLOCK FINISH LOCATIONS.22.

xxxxxxx.23.

ROOM FINISH SCHEDULE REMARKS FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES
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City of Crystal
Minnesota

City of Crystal New
Police Facility

A2.00c

LOWER LEVEL
FLOOR PLAN -
AREA C

4141 Douglas Dr. North
Crystal, MN 55427

4141 Douglas Dr. North
Crystal, MN 55427

NOT FOR CONSTRUCTION

SITE PLAN SUBMITTAL

MS/JD

EP, DV

08/14/2020

192195

Reg State

Issue Date
Arch Name

Arch Num

ARCHITECT

KEY PLAN

A

B

C

0
1/8" = 1'-0"

LOWER LEVEL PLAN - AREA C
E1

6' 12'

 DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

C001A F 1 3'-0" 7'-0" WD -- 6'-4" FR 3A -- HM --

C001B F 1 3'-0" 7'-0" WD -- 6'-4" FR 3A -- HM --

C001C F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C001D F 2 4'-0" 7'-0" WD -- 8'-4" FR 1 -- HM --

C001F MCDF 1 13'-0" 10'-8" ST -- 13'-4" MCDF -- ST --

C001G MCDF 1 13'-0" 10'-8" ST -- 13'-4" MCDF -- ST --

C002 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C003 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C004 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C004A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C005 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C006A MCDB 1 14'-0" 8'-0" ST -- 14'-0" MCDB -- ST --

C006B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C007A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C007B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C009 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C019A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

C001A WASH BAY RESISTANT
SEALER

CONCRETE BLOCK BLOCK BLOCK

C004 K9 CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C005 K9                     STOR. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C001 VEHICLE GARAGAE RESISTANT
SEALER

CONCRETE BLOCK BLOCK BLOCK BLOCK

C002 GUN MAINT. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C003 ARMORY CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C004 K9 KENNELS CONCRETE CONCRETE BLOCK BLOCK BLOCK CHAINLINK
GATE

C004A K9 STORAGE CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C005 GUN CLEANING CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C006 SWAT GARAGE RESISTANT
SEALER

CONCRETE BLOCK BLOCK BLOCK BLOCK

C007 SWAT LOCKERS CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C007A SWAT STOR. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C007B SWAT ARMORY CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C008 TECH. CARPET CONCRETE BLOCK BLOCK BLOCK BLOCK

C009 STAIR CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

Revisions

Description Date Num
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84"

CW2

A103

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES

FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

SEE DETAIL 43012-43016 FOR FLOOR STRIPING INFORMATION.18.

SEE PLANS FOR GYM EQUIPMENT LOCATIONS (I.E. PULL-UP BARS, WALL PADS, ETC.).19.

SEE DETAIL 4300X FOR VCT FLOOR PATTERN INFORMATION.20.

SLOPE CONC. FLOOR TOWARDS EXTERIOR DOOR. SEE PLANS FOR FLOORSLOPING 
INFORMATION.

21.

SEE STAIR SECTIONS FOR GLAZED BLOCK FINISH LOCATIONS.22.

xxxxxxx.23.

ROOM FINISH SCHEDULE REMARKS
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City of Crystal
Minnesota

City of Crystal New
Police Facility

A2.01a

MAIN LEVEL
FLOOR PLAN -
AREA A

4141 Douglas Dr. North
Crystal, MN 55427

4141 Douglas Dr. North
Crystal, MN 55427

NOT FOR CONSTRUCTION

SITE PLAN SUBMITTAL

MS/JD

EP, DV

08/14/2020

192195

Reg State

Issue Date
Arch Name

Arch Num

ARCHITECT

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

A100 LOBBY CARPET CONCRETE GYP EXISTING EXISTING EXISTING

A104 CONFERENCE ROOM

A101 COMMUNITY ROOM CARPET CONCRETE GYP CW1 GYP GYP

A101A STOR. CARPET CONCRETE EXISTING GYP GYP GYP

A102 BREAK ROOM TILE/CARPE
T

CONCRETE CW2 GYP GYP GYP

A103 PATIO RUBBER
PAVERS

CONCRETE PERF.
SCREEN

PERF.
SCREEN

BLOCK BLOCK

KEY PLAN

A

B

C

 DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

A100 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A101A F 2 3'-0" 7'-0" WD -- 6'-4" FR 1 -- HM --

A101B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A102 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

A103 AL 1 3'-0" 7'-0" AL -- 3'-0" CW X -- AL --

0
1/8" = 1'-0"

MAIN LEVEL PLAN - AREA A
F1

6' 12'

Revisions

Description Date Num
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FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

SEE DETAIL 43012-43016 FOR FLOOR STRIPING INFORMATION.18.

SEE PLANS FOR GYM EQUIPMENT LOCATIONS (I.E. PULL-UP BARS, WALL PADS, ETC.).19.

SEE DETAIL 4300X FOR VCT FLOOR PATTERN INFORMATION.20.

SLOPE CONC. FLOOR TOWARDS EXTERIOR DOOR. SEE PLANS FOR FLOORSLOPING 
INFORMATION.

21.

SEE STAIR SECTIONS FOR GLAZED BLOCK FINISH LOCATIONS.22.

xxxxxxx.23.

ROOM FINISH SCHEDULE REMARKS

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.
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DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

B122R AL 1 3'-0" 7'-0" AL -- 3'-0" CW X
EXISTING

-- AL --

B100B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B101B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B102 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B103A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B103B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B104A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B104B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B105 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B107 F 1 3'-0" 7'-0" WD -- 5'-4" FR 3A -- HM --

B112A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B113A MCDF 1 20'-0" 10'-0" ST -- 20'-4" MCDF -- ST --

B113B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B114A F 1 2'-0" 7'-0" WD -- 2'-4" FR 1 -- HM --

B114B F 1 2'-0" 7'-0" WD -- 2'-4" FR 1 -- HM --

B116 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B117 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B118 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B119 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B120 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B121 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B122 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

B112B F 1 3'-0" 7'-0" WD -- 6'-4" FR 2A -- HM --

B112C F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

B100 VESTIBULE CARPET CONCRETE SF1/BLOCK BLOCK CW3/BLOCK NLOCK

B114 BOOKING CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B101 LOBBY CARPET CONCRETE GYP GYP BLOCK GYP

B103 INTERVIEW CARPET CONCRETE GYP GYP GYP GYP

B104 INTERVIEW CARPET CONCRETE GYP GYP GYP GYP

B105 ADVOCATE CARPET CONCRETE GYP GYP GYP GYP

B106 RECORDS / RECEPTION CARPET CONCRETE GL/GYP GYP GYP GYP

B107 RECORDS MANAGER CARPET CONCRETE GYP GYP BLOCK GYP

B109 CORRIDOR CARPET CONCRETE GYP GYP GYP/BLOCK BLOCK

B110 ELEV. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B111 COORIDOR

B112 SEARCH SALLY PORT CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B114 BOOKING

B115 INTOX. CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B116 HARD INTERVIEW CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B117 JV / ADA                      CELL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B118 CELL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B119 CELL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B120 CELL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B121 SALLY PORT CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

B122 RELEASE LOBBY CONCRETE CONCRETE BLOCK BLOCK CW5 BLOCK

B100 VESTIBULE

B102 TOILET TILE CONCRETE GYP GYP GYP GYP

B108 COPY / MAIL CARPET CONCRETE GYP GYP GYP GYP

B113 DETENTION GARAGE RESISTANT
SEALER

CONCRETE BLOCK BLOCK BLOCK BLOCK

Revisions

Description Date Num
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FLOOR PLAN KEY NOTES:

1 DOOR ACTUATORS

2 BOLLARD - SEE DETAIL 21001.

3 TUB SINK - SEE MECHANICAL

4 CAN WASH - SEE DETAIL 43010.

5 EMERGENCY EYE WASH. SEE MECH.

6 CABINET UNIT HEATER. SEE DETAIL             43046.
SEE MECH. FOR SPECIFICATIONS, COORDINATE
LOCATION WITH MECH.

7 SALVAGED LOCKERS TO BE                         INSTALLED
BY CONTRACTOR.

8 LOCATION OF SEMI-RECESSED
DEFIBRILLATOR CABINET                                   - SEE
DETAIL B/43004

9 LOCATION OF STACKED WASHER AND
DRYER (NIC)

10 SQUARE BRICK ACCENT - SEE ELEVATIONS/
SECTIONS FOR ADDITIONAL INFORMATION

FOR FRAME DEPTH, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

GYPSUM BOARD PARTITIONS:  THROAT OF FRAME TO MATCH WALL THICKNESS.

MASONRY PARTITIONS:

4" WALL:  3 3/4" FRAME
6" WALL:  5 3/4" FRAME
8" AND GREATER WALL: 7 3/4" FRAME

FRAME DEPTHS ARE SCHEDULED IN NOMINAL DIMENSIONS.  SEE FRAME/ DOOR TYPES (DETAIL 
SECTION 51000) FOR CORRESPONDING ACTUAL DIMENSIONS.

ALL DOORS ARE 1 3/4" THICK UNLESS OTHERWISE NOTED.

FOR GLASS TYPES, ONLY EXCEPTIONS TO THE FOLLOWING TABLE ARE SCHEDULED:

INTERIOR NON RATED:

CLEAR (SAFETY WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

INTERIOR AND EXTERIOR RATED:

FIRE RATED

EXTERIOR NON-RATED:

CLEAR INSULATED (SAFETY INSULATED WHEN REQUIRED BY TABLE IN GLAZING SPECIFICATION.)

SEE SHEET AX.XX FOR FRAME TYPES.

SEE SHEET AX.XX FOR DOOR TYPES.

AT DOOR SCHEDULE, LABEL DESIGNATION "45/20" INDICATES:

FOR ALL OPENINGS WITH SIDE LITES AND SCHEDULED TO BE RATED FOR 20 MINUTES, THE DOOR AND 
ANY GLASS WITHIN THE DOOR IS TO BE RATED FOR 20 MINUTES;  THE FRAME AND ADJACENT 
SIDELITE(S) GLASS AND FRAME IS TO BE RATED FOR 45 MINUTES."

1.

2.

3.

4.

5.

6.

DOOR SCHEDULE GENERAL NOTES

SEE DETAIL 54012 FOR USE WITH ALTERNATE #1

SEE DETAIL 43018 FOR USE WITH ALTERNATE #11.

2.

DOOR SCHEDULE REMARKS

PROVIDE FIRE NUMBER AT EXTERIOR DOORS 
DOOR NUMBER IN "_".

3.

SEE INTERIOR ELEVATIONS FOR LOCATIONS OF GLAZED BLOCK, PAINTED BLOCK, BRICK, 
SOUND BLOCK, VWC AND PAINT.

1.

PROVIDE CERAMIC TILE TO A HEIGHT OF 4'-6" WITH EPOXY PAINT ABOVE.  SEE DETAIL 
43008 FOR TILE PATTERN INFORMATION.

2.

PROVIDE EPOXY PAINT UP TO 13'-2" ABOVE FINISH FLOOR IN THE GYMNASIUM (155)3.

PROVIDE GYPSUM BOARD SOFFIT ABOVE CASEWORK. (SEE CASEWORK ELEVATIONS AND 
REFLECTED CEILING PLANS.)

4.

SEE A5.1 STAIR DETAILS, ELEVATIONS, AND SECTIONS FOR FINISH MATERIALS.5.

SEE DETAIL 43006 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.6.

PAINT CEILING AND ALL EXPOSED STRUCTURE, PIPING, CONDUIT, MECHANICAL DUCTS 
AND VENTS.

7.

ALL ELEVATOR FINISHES, OTHER THAN FLOOR MATERIAL ARE SPECIFIED TO BE PROVIDED 
BY ELEVATOR MANUFACTURER.

8.

PROVIDE VINYL BASE AT CASEWORK.9.

PAINT ALL EXPOSED CEILING ITEMS, INC. STRUCTURE, DUCTWORK, ELECTRICAL, ETC. 
BLACK.

10.

SEE DETAIL 4300X FOR CARPET CIRCLE ACTIVITY INFORMATION.11.

SEE INTERIOR ELEVATIONS SHEET A3.11 FOR GYP. BD. REVEAL LOCATIONS.12.

PROVIDE TACK WALL FINISH ON ENTIRE INDICATED WALL - SEE PLANS FOR LOCATIONS. 
PROVIDE FORM FINISHED FLOO0R TO 4" ABOVE THE CEILING, WALL TO WALL.

13.

PROVIDE 16" V-SCORED BLOCK THROUGHOUT CORRIDOR. THIS INCLUDES CONTINUING 
THIS BLOCK INTO ADJACENT SPACES.

14.

SEE DETAIL 43007 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.15.

SEE DETAIL 43008 FOR GLAZED BLOCK AND TILE FLOOR PATTERN INFORMATION.16.

SEE ALTERNATE #1 FOR GYMNASIUM FLOOR FINISH ALTERNATE. REFERENCE 
SPECIFICATION, SECTIONS AND DETAILS FOR WOOD FLOOR INFORMATON.

17.

ROOM FINISH SCHEDULE REMARKS

F
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City of Crystal
Minnesota

City of Crystal New
Police Facility

A2.01c

UPPER LEVEL
FLOOR PLAN -
AREA C

4141 Douglas Dr. North
Crystal, MN 55427

4141 Douglas Dr. North
Crystal, MN 55427

NOT FOR CONSTRUCTION

SITE PLAN SUBMITTAL

MS/JD

EP, DV

08/14/2020

192195

Reg State

Issue Date
Arch Name

Arch Num

ARCHITECT

KEY PLAN

A

B

C

0
1/8" = 1'-0"

UPPER LEVEL PLAN - AREA C
E1

6' 12'

ROOM FINISH SCHEDULE

ROOM NO ROOM NAME FLOOR BASE

N WALL - TYP E WALL S WALL W WALL

REMARKSMATL FIN MATL FIN MATL FIN MATL FIN

C113 CORRIDOR CARPET CONCRETE GYP BLOCK GYP GYP

C114 CORRIDOR CARPET CONCRETE GYP GYP GYP GYP

C158 Room

C160 WASH BAY

C161 ELEV.

C165 Room

C166 Room

C154 STAIR CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C159 Room

C162 RECEPTION

C163 RECEPTION

C164 CELL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C100 REPORT WRITING ROOM CARPET CONCRETE GYP BLOCK GYP GYP

C101 TOLET TILE CONCRETE TILE TILE TILE TILE

C102 CORR. CARPET CONCRETE GYP GYP GYP GYP

C103 TOLET TILE CONCRETE TILE TILE TILE TILE

C104 CORRIDOR CARPET CONCRETE GYP GYP GYP BLOCK

C105 MECHANICAL ROOM TRAFFIC
TOPPING

CONCRETE BLOCK BLOCK BLOCK BLOCK

C106 EVIDENCE STORAGE CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C107 EVIDENCE PROCESSING CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C108 VAULT CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C109 DISPOSAL CONCRETE CONCRETE BLOCK BLOCK BLOCK BLOCK

C110 EVIDENCE INTAKE CONCRETE CONCRETE BLOCK GYP BLOCK BLOCK

C111 SERGEANT OFFICE CARPET CONCRETE GYP GYP GYP GYP

C112 SERGEANT OFFICE CARPET CONCRETE GYP GYP GYP GYP

C113 CORRIDOR

C114 COFFEE BAR TILE CONCRETE GYP GYP GYP GYP

C115 SQUAD ROOM CARPET CONCRETE GYP GYP GYP GYP

C116 STOR. CARPET CONCRETE GYP GYP GYP GYP

C117 STOR. CARPET CONCRETE GYP GYP GYP GYP

C118 CORRIDOR CARPET CONCRETE GYP GYP GYP GYP

C119 EVIDENCE OFFICE CARPET CONCRETE GYP GYP GYP GYP

C120 BACKGROUND CARPET CONCRETE GYP GYP GYP CW6

C121 INVESTIGATOR OFFICE CARPET CONCRETE GYP GYP GYP CW6

C122 CORR. CARPET CONCRETE GYP GYP GYP GYP

C123 FORENSIC LAB CARPET CONCRETE GYP GYP GYP GYP

C124 DRUG TASK CARPET CONCRETE GYP GYP GYP GYP

C125 OFFICE CARPET CONCRETE GYP GYP GYP GYP

C126 STOR. CARPET CONCRETE GYP GYP GYP GYP

C127 CORRIDOR CARPET CONCRETE GYP GYP GYP GYP

C128 A/V ROOM CARPET CONCRETE GYP GYP GYP GYP

C129 JCPP OFFICE CARPET CONCRETE GYP GYP GYP GYP

C130 DARE OFFICE CARPET CONCRETE GYP GYP GYP GYP

C131 EXPLORER / RESERVE STORAGE CARPET CONCRETE GYP GYP GYP GYP

C132 JAN. CONCRETE CONCRETE GYP GYP GYP GYP

C133 SERGEANT OFFICE CARPET CONCRETE GYP GYP GYP GYP

C134 SERGEANT OFFICE CARPET CONCRETE GYP GYP GYP GYP

C135 PATROL LIEUTENANT CARPET CONCRETE GYP CW8 GYP GYP

C136 CORR. CARPET CONCRETE GYP GYP GYP GYP

C137 DICT. / WORK ROOM CARPET CONCRETE GYP CW8 GYP GYP

C138 COMMUNTY ENGAGE. CARPET CONCRETE GYP CW8 GYP GYP

C139 DEPUTY OFFICE CARPET CONCRETE GYP CW8 GYP GYP

C140 CONFERENCE ROOM CARPET CONCRETE CW7 CW8 GYP/SF4 SF3

C141 OPEN COLLAB. CARPET CONCRETE GYP/WD
PANEL

C142 COMMAND STOR./COPY CARPET CONCRETE GYP GYP GYP GYP

C143 CORRIDOR CARPET CONCRETE GYP GYP GYP GYP

C144 COMMUNITY    STORAGE CARPET CONCRETE GYP GYP GYP GYP

C145 CASE MANAGEMENT CARPET CONCRETE SF2 GYP GYP GYP

C146 OPEN COLLAB. CARPET CONCRETE GYP/WD
PANEL

C147 CORRIDOR CARPET CONCRETE GYP/SF5 GYP GYP/SF2 GYP

C148 CHIEF OFFICE CARPET CONCRETE CW7 GYP GYP GYP

C149 CONFERENCE CARPET CONCRETE CW7 GYP SF5 GYP

C150 INVESTIGATION LIEUTENANT CARPET CONCRETE CW7 GYP GYP GYP

C151 INVESTIGATOR OFFICE CARPET CONCRETE CW7 GYP GYP GYP

C152 INVESTIGATOR OFFICE CARPET CONCRETE CW7 GYP GYP GYP

C153 INVESTIGATOR OFFICE CARPET CONCRETE CW7 GYP GYP GYP

C155 INVESTIGATOR OFFICE CARPET CONCRETE GYP GYP GYP CW6

C156 INVESTIGATOR OFFICE CARPET CONCRETE GYP GYP GYP CW6

C157 INVESTIGATOR OFFICE CARPET CONCRETE GYP GYP GYP CW6

DOOR / OPENING SCHEDULE

DOOR NO

DOOR / OPENING LABEL/
RATING

OVERALL
WIDTH

FRAME

GL

MOUNTING CONDITIONS

HDW GRP REMARKSTYPE QTY WIDTH HEIGHT MATL TYPE DEPTH MATL HEAD JAMB SILL

C162 F 1 3'-0" 7'-0" AL -- 3'-4" FR 1 -- AL --

C163 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C164 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C172 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C178 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C179 AL 1 3'-0" 7'-0" AL -- 3'-0" CW X -- AL --

C171 AL 1 3'-0" 7'-0" AL -- 3'-0" CW X -- AL --

C101 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C103 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C105 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C108 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C109B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C110A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C110B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C111 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C112 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C115A F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C115B F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C116 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C117 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C119 F 1 3'-0" 7'-0" WD -- 5'-4" FR 2A -- HM --

C120 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C121 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C123 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C124 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C125 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C126 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C128 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C129 F 1 3'-0" 7'-0" WD -- 4'-4" FR 3A -- HM --

C130 F 1 3'-0" 7'-0" WD -- 4'-4" FR 3A -- HM --

C131 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C132 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C133 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C134 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C135 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C137 F 1 3'-0" 7'-0" WD -- 4'-4" FR 3A -- HM --

C138 F 1 3'-0" 7'-0" WD -- 4'-4" FR 3A -- HM --

C139 F 1 3'-0" 7'-0" WD -- 4'-4" FR 3A -- HM --

C142 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C144 F 1 3'-0" 7'-0" WD -- 3'-4" FR 1 -- HM --

C148 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C151 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C152 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C153 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C154 F 1 3'-0" 8'-0" WD -- 3'-4" FR 1 -- HM --

C155 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C156 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C157 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C167 AL 1 3'-0" 7'-0" AL -- 3'-0" CW X -- AL --

C168 F 1 3'-0" 8'-0" WD -- 4'-4" FR 3A -- HM --

C175 GSW 1 3'-0" 8'-0" GS -- 3'-0" GS X -- --

C176 GSW 1 3'-0" 8'-0" GS -- 3'-0" GS X -- --

C177 GSW 1 3'-0" 8'-0" GS -- 3'-0" GS X -- --

Revisions

Description Date Num



D1
A5.101

B1
A5.101

D6
A5.101

D7
A5.101

E1
A5.101

B3
A5.101

BASE LL - TRUE
89'-6"

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

X6 X7X5.9

BASE UL - TRUE
102'-10"

EXISTING LL
89'-6"

6789

HIGH JOIST BEARING
116'-2"

WHITE 
BRICK

RED BRICK TO 
MATCH EXISTING

ANODIZED 
ALUMINUM 

FRAME

PLASTER 
SOFFIT

PREFINISHED 
ALUMINUM PANEL

ALUMINUM 
COPING

EXTERIOR 
GLAZING

METAL 
DECKING

EXTERIOR 
GLAZING

STEEL 
COLUMN

DECORATIVE 
PERFORATED 

SCREEN

BASE LL - TRUE
89'-6"

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

XC XD XF.1

BASE UL - TRUE
102'-10"

J

HIGH JOIST BEARING
116'-2"

RED BRICK TO 
MATCH EXISTING

ANODIZED 
ALUMINUM 

FRAME

PLASTER 
SOFFIT

ALUMINUM 
COPING

EXTERIOR 
GLAZING

STEEL 
COLUMN

DECORATIVE 
PERFORATED 

SCREEN

RED BRICK TO 
MATCH EXISTING

ALUMINUM 
COPING

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

XG

BASE UL - TRUE
102'-10"

D E F G HCBA

HIGH JOIST BEARING
116'-2"

PREFINISHED 
ALUMINUM PANEL

EXTERIOR 
GLAZING

STONE 
VENEER

WHITE 
BRICK

RED BRICK TO 
MATCH EXISTING

ALUMINUM 
COPING

ANODIZED 
ALUMINUM 

FRAME

PLASTERWHITE 
BRICK

PREFINISHED 
ALUMINUM PANEL

ALUMINUM 
COPING

REVEAL

STONE VENEER TO 
MATCH EXISTING

STONE VENEER TO 
MATCH EXISTING

EXTERIOR 
GLAZING

REVEAL

COILING 
DOOR

EXTERIOR ALUMINUM 
LETTERING

METAL 
DECKING

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

BASE UL - TRUE
102'-10"

910

PREFINISHED 
ALUMINUM PANEL

PLASTERSTONE VENEER 
TO MATCH 
EXISTING

METAL 
DECKING

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

BASE UL - TRUE
102'-10"

9 10

PREFINISHED 
ALUMINUM PANEL

PLASTER STONE VENEER 
TO MATCH 
EXISTING

METAL 
DECKING

STONE 
VENEER

WHITE 
BRICK

RED BRICK TO 
MATCH EXISTING

BASE LL - TRUE
89'-6"

BASE ML - TRUE
100'-0"

EXIST JOIST BEARING
111'-5"

X9 X7X8

BASE UL - TRUE
102'-10"

EXISTING LL
89'-6"

1 2 3 4 5 6 7 8

HIGH JOIST BEARING
116'-2"

PREFINISHED 
ALUMINUM PANEL

ALUMINUM 
COPING

LOUVER

HOLLOW 
METAL DOOR

EXTERIOR 
GLAZING

STONE 
VENEER

WHITE BRICK

RED BRICK TO 
MATCH EXISTING

ALUMINUM 
COPING

ANODIZED 
ALUMINUM 

FRAME

REVEALANODIZED 
ALUMINUM 

FRAME

WHITE 
BRICK

HOLLOW 
METAL DOOR

PREFINISHED 
ALUMINUM PANEL

RED BRICK TO 
MATCH EXISTING

F

E

D

C

B

A

1 2 3 4 5 6 7 8

A

MN
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City of Crystal
Minnesota

City of Crystal New
Police Facility

A5.101

EXTERIOR
ELEVATIONS
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Crystal, MN 55427
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GENERAL SHEET NOTES

KEYED SHEET NOTES

A. ALL LIGHTING AND POWER CONDUCTORS SHALL 
BE INSTALLED BETWEEN 24" (MINIMUM) AND 36" 
(MAXIMUM) BELOW FINISHED GRADE.

B. ALL COMMUNICATIONS CONDUIT AND CABLES 
SHALL BE INSTALLED 36" (MINIMUM) BELOW 
FINISHED GRADE.

C. ALL CONDUCTORS FOR EXTERIOR LIGHTING AND 
POWER CIRCUITS SHALL BE #10 AWG MINIMUM.

D. PROVIDE PVC-40 IN GREEN SPACES AND PVC-80 
UNDER HARD SURFACES.

E. PROVIDE PULL WIRE IN ALL EMPTY CONDUITS.
F. PROVIDE DETECTABLE UNDERGROUND TAPE 

ABOVE EACH UNDERGROUND CONDUIT.
G. SET BACK CENTER OF POLE BASES 6 FEET FROM 

FACE OF CURB OR SIDEWALK.
H. SEE LIGHTING PLANS FOR EXACT LOCATIONS OF 

BUILDING MOUNTED LIGHTING.
I. HANDHOLES AND PULLBOXES MAY NOT BE 

INDICATED ON PLANS.  PROVIDE AS REQUIRED 
FOR INSTALLATION.

1. EXISTING COMMUNICATION FIBER TO REMAIN. 
PROTECT FIBER THROUGH OUT 
CONSTRUCTION.

2. EXISTING COMMUNICATION FIBER. PREPARE 
TO REROUTE FIBER. ROUTING BY OTHERS. 

3. EXISTING CENTURY LINK COMMUNICATION 
LINE. PREPARE TO REROUTE. ROUTING BY 
OTHERS.
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